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Split Air Conditioner

NOTE:
Actual product may be different from graphics, 
please refer to actual products.

Thank you for choosing our product.
Please read this Owner’s Manual carefully before operation and 

If you have lost the Owner's Manual, please contact the local agent
or visit www.gree.com or send an email to global@cn.gree.com for

retain it for future reference.

the electronic version.





Explanation of Symbols

WARNING

CAUTION 

NOTICE

1.Damage the product due to improper use or misuse of the product;
2.Alter, change, maintain or use the product with other equipment without abiding

by the instruction manual of manufacturer;
3.After verification, the defect of product is directly caused by corrosive gas;
4.After verification, the defects are due to improper operation during transportation

of product;
5.Operate, repair, maintain the unit without abiding by instruction manual or related

regulations;
6.After verification, the problem or dispute is caused by the quality specification or

performance of parts and components that produced by other manufacturers;
7.The damage is caused by natural calamities, bad using environment or force

majeure.

Exception Clauses

Manufacturer will bear no responsibilities when personal injury or property loss is 
caused by the following reasons.

This symbol indicates the possibility of death or serious injury.

This symbol indicates the possibility of injury or damage to
property.

Indicates important but not hazard-related  information, used 
to indicate risk of property damage.

If it needs to install, move or maintain the air conditioner, please contact dealer
or local service center to conduct it at first. Air conditioner must be installed,
moved or maintained by appointed unit. Otherwise, it may cause serious damage
or personal injury or death.
When refrigerant leaks or requires discharge during installation, maintenance, or
disassembly, it should be handled by certified professionals or otherwise in
compliance with local laws and regulations.
This appliance is not intended for use by persons (including children) with
reduced physical, sensory or mental capabilities or lack of experience and
knowledge, unless they have been given supervision or instruction concerning
use of the appliance by a person responsible for their safety.
Children should be supervised to ensure that they do not play with the appliance.



The refrigerant

Safety operation of flammable refrigerant

Appliance filled 
with flammable
gas R32.

Before install the
appliance, read 
the installation 
manual first.

Before use the 
appliance, read 
the owner’s ma-
nual first.

Before repair the 
appliance, read 
the service ma-
nual first.

To realize the function of the air conditioner unit, 
a special refrigerant circulates in the system. 
The used refrigerant is the fluoride R32, which 
is specially cleaned. The refrigerant is flammable 
and inodorous. Furthermore, it can lead to ex-
plosion under certain conditions. But the flam-
mability of the refrigerant is very low. It can be 
ignited only by fire. 

WARNING

Qualification requirement for installation 
and maintenance man

This appliance is not intended for use by persons
 (including children) with reduced physical, sensory 
or mental capabilities, or lack of experience an d
knowledge, unless they have been given superv-
ision or instruction concerning use of the applia-
nce by a person responsible for their safety. 
Children should be supervised to ensure that th-
ey do not play with the appliance.    

Compared to common refrigerants, R32 is a  
nonpolluting refrigerant with no harm to the 
ozonosphere. The influence upon the green- 
house effect is also lower. R32 has got very 
good thermodynamic features which lead to a  
really high energy efficiency. The units there  
fore need a less filling.

  (Please refer to table "a" in section of " Safety 
operation of flammable refrigerant "  for space X.) 
Appliance filled with f lammable gas R32 . For  
repairs, strictly follow manufacturer’s instructions 
only . Be aware that refrigerants may not contain 
an odour . Read specialist’s manual.

All the work men who are engaging in the refrig-
eration system should bear the valid certification 
awarded by the authoritative organization and 
the qualification for dealing with the refrigeration 
system recognized by this industry. If it needs
other technician to maintain and repair the appl-
iance, they should be supervised by the person 
who bears the qualification for using the flamm-
able refrigerant.
It can only be repaired by the method suggested 
by the equipment’s manufacturer.

R32: 675 
This marking indicates that this prod-
uct should not be disposed with other
house hold wastes. To prevent possib-
le harm to the environment or human
health from uncontrolled waste throu-

ghout the EU. To prevent possible harm to the en-
vironment or human health. 
From uncontrolled waste disposal, recycle it res-
ponsibly to promote the sustainable reuse of 
material resources. To return your used device, 
please use the return and collection systems or
contact the retailer where the product was pur-
chased. They can take this product for environ-

Do not use means to accelerate the defrosting 
process or to clean, other than those recomm-
ended by the manufacture. Should repair be 
necessary, contact your nea rest authorized 
Service Centre. Any repairs carried out by unq-
ualified personnel may be dangerous. The app-
liance shall be stored in a room without contin-
uously operating ignition sources. (for example: 
open flames, an operating gas appliance or an
operating electric heater.) Do not pierce or burn. 
Appliance shall be installed, operated and stored 
in a room with a floor area larger than X m .2

mental safe recycling. 
If it needs to install, move or maintain the air co-
nditioner, please contact dealer or local service
center to conduct it at first. Air conditioner must 
be installed, moved or maintained by appointed
unit. Otherwise, it may cause serious damage or
personal injury or death.     





Safety precautions

Installation

1

WARNING

 

Installation or maintenance
must be performed by qua- 
lified professionals.
The appliance shall be in- 
stalled in accordance with
national wiring regulations.
According to the local safe- 
ty regulations, use quali- 
fied power supply circuit
and circuit breaker.
All wires of indoor unit and
outdoor unit should be con- 
nected by a professional.
Be sure to cut off the power
supply before proceeding
any work related to elec- 
tricity and safety.
Make sure the power supp- 
ly matches with the require- 
ment of air conditioner.
Unstable power supply or
incorrect wiring may result
in electric shock, fire haza- 
rd or malfunction. Please 
install proper power supply
cables before using the air
conditioner.

 

The grounding resistance
should comply with nation- 
al electric safety regula-
tions.
Air Conditioner should be
properly grounded. Inco- 
rrect grounding may cause
electric shock.
Do not put through the 
power before finishing in- 
stallation.
Do install the circuit brea-
ker. If not, it may cause 
malfunction.
An all-pole disconnection
switch having a contact se- 
paration of at least 3mm in 
all poles should be conne- 
cted in fixed wiring.
Circuit breaker should be 
included magnet buckle 
and heating buckle func-
tion. It can protect the 
overload and circuit-short.



Safety precautions

Installation
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CAUTION

 

Instructions for installation
and use of this product are
provided by the manufac- 
turer.
Select a location which is 
out of reach for children 
and far away from animals 
or plants. If it is unavoid- 
able, please add the fence 
for safety purpose.
The indoor unit should be
installed close to the wall.
Don't use unqualified pow- 
er cord.
If the length of power con- 
nection wire is insufficient,
please contact the supplier
for a new one.
The appliance must be po- 
sitioned so that the plug is
accessible.
For the air conditioner with
plug, the plug should be re- 
achable after finishing in- 
stallation.

 

For the air conditioner with- 
out plug, a circuit breaker 
must be installed in the 
line.
The yellow-green wire in
air conditioner is ground-
ing wire, which can't be us- 
ed for other purposes.
The air conditioner is the
first class electric applian- 
ce. It must be properly gro- 
under with specialized gr- 
ounding device by a pro-  
fessional. Please make 
sure it is always ground-
ed effectively, otherwise it 
may cause electric shock.
The temperature of refri- 
gerant circuit will be high,
please keep the interconn- 
ection cable away from the 
copper tube.



Safety precautions

Operation
and Maintenance
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WARNING

 

This appliance can be used
by children aged from 8 
years and above and per- 
sons with reduced physi-
cal, sensory or mental ca- 
pabilities or lack of expe-
rience and knowledge if
they have been given su- 
pervision or instruction con- 
cerning use of the applian- 
ce in a safe way and un- 
derstand the hazards in- 
volved.
Children shall not play with
the appliance.
Cleaning and user main-
tenance shall not be made
by children without super- 
vision.
If the supply cord is damag- 
ed, it must be replaced by 
the manufacturer, its ser- 
vice agent or similarly qua- 
lified persons in order to 
avoid a hazard.
Do not connect air condi- 

 

tioner to multi-purpose soc- 
ket. Otherwise, it may cau- 
se fire hazard.
Do disconnect power supp- 
ly when cleaning air condi- 
tioner. Otherwise, it may
cause electric shock.
Do not wash the air condi- 
tioner with water to avoid
electric shock.
Do not spray water on in- 
door unit. It may cause ele- 
ctric shock or malfunction.
Do not repair air condition- 
er by yourself. It may cause
electric shock or damage.
Please contact dealer when 
you need to repair air con- 
ditioner.
After removing the filter, do 
not touch fins to avoid in- 
jury.
Do not extend fingers or 
objects into air inlet or air
outlet. It may cause person- 
al injury or damage.



Safety precautions

Operation
and Maintenance
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CAUTION

 

Do not spill water on the re- 
mote controller, otherwise 
the remote controller may 
be broken.
Do not use fire or hair dry- 
er to dry the filter to avoid 
deformation or fire hazard.
Do not block air outlet or
air inlet. It may cause mal- 
function.
Do not step on top panel of 
outdoor unit, or put heavy 
objects. It may cause dam- 
age or personal injury.
When below phenomenon 
occurs, please turn off air 
conditioner and disconnect 
power immediately, and 
then contact the dealer or 
qualified professionals for 
service.

Power cord is overheat- 
ing or damaged.
There’s abnormal sound
during operation.
Circuit breaker trips off

frequently.
Air conditioner gives off
burning smell.
Indoor unit is leaking.







8.

2.

Selection of installation location Requirements for electric connection

Air switch capacity

Basic requirement
Installing the unit in the following places may cau-
se malfunction. If it is unavoidable, please consu-
lt the local dealer:

3.
4.
5.
6.
7.

laundry.
It’s not allowed to be installed on the unstable
or motive base structure (such as truck) or in
the corrosive environment (such as chemical
factory).

The place near coast area.
The place with oil or fumes in the air.
The place with sulfureted gas.
Other places with special circumstances.
The appliance shall no t be installed in  the

flammable or explosive gas, or volatile objects
spread in the air.

1.The place with strong hea t sources, vapors,

The place with high-frequency devices (such

with national wiring regulations.

as welding machine, medical equipment).

Air-conditioner Air switch capacity
10A09K、07K、 12K
16A18K、24K
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6.Do not put through the power before finishing
installation.

7.If the supply cord is damaged, it must be repla-

4.

8.The temperature of refrigerant circuit will be hi-
   gh, please keep the interconnection cable away 
   from the copper tube.
9.The appliance shall be installed in accordance

ced by the manufacturer, its service agent or
similarly qualified  persons in order to avoid a
hazard .

3.
qualified power supply circuit and air switch.

Properly connect the live wire, neutral wire and
grounding wire of power socket.

Outdoor unit
1.

3.

2.

Make sure the power supply matches with the
requirement of air conditioner. Unstable power
supply or incorrect  wiring or malfunction. Pl-
ease install  proper power supply cables before
using the air conditioner.

5.Be sure to cut off the power supply before pr-

4.Make sure that the installation follows the req-
uirement of installation dimension diagram.

5.Select a location which is out of reach for chil-
dren and far away from animals or plants. If it
is unavoidable, please add the fence for safety
purpose.

Safety precaution
1.

2.

oceeding any work related to electricity and safety.

Select a location where the noise and outflow
air emitted by the outdoor unit will not affect
neighborhood.
The location should be well ventilated and dry,
in which the outdoor unit won't be exposed dir-
ectly to sunlight or strong wind.
The location should be able to withstand the
weight of outdoor unit.

Must follow the electric safety regulations w-
 hen installing the unit.

4.

5.

2.

3.

According to the local safety regulations, use

The yellow-green wire in air  conditioner is

Grounding requirement

grounding wire, which can't be used for other
purposes.

An all-pole disconnection switch having a co-
ntact separation of at least 3mm in all poles
should be connected in fixed wiring.

The grounding resistance should comply with

appliance. It must be properly grounded with
specialized grounding   device by a professional.
Please make sure it is always grounded effecti-
vely, otherwise it may cause electric shock.

1.The air conditioner is the first class electric

national electric safety regulations.
The appliance must be positioned so that the
p l  ug  is accessible.

Including an air switch with suitable capacity,
please note the following table . Air switch sh-
ould be included magnet buckle and heating
buckle function, it can protect the circuit-short
and overload. (Caution: please do no t use the
fuse only for protecting the circuit)



drain vent

Drain hose

Place the outdoor unit on the support.
2. Fix the foot holes of outdoor unit with bolts.

foot holes

foot holes

at least 3cm above the floor

1. Remove the screw on the right handle of out-

handle

(select it according to the actual inst-
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chassis

Step 1: 
Fix the support of outdoor unit

2.

outdoor drain joint

gas valve

liquid pipe

gas pipeliquid
valve

Step 4: 
Connect indoor and outdoor pipes

screw

    door unit and then remove the handle. 

 allation situation)
1.

1.

union nut

pipe joint

Step 3: 
Fix outdoor unit

Installation of outdoor unit

2.

NOTICE

Select installation location according  to
 the house structure.

Step 2: 
Install drain joint
(only for some models)
1. Connect the outdoor drain joint into the hole

NOTICE

Fix the support of outdoor unit on the sele-
 cted location with expansion screws.

 on the chassis, as shown in the picture below. 

Connect the drain hose into the drain vent.

As for the shape of drainage joint, please refer
to the current product. Do not install the drainage 
joint in the severe cold area. Otherwise,it will be 
frosted and then cause malfunction.     

Take sufficient protective measures when installin g
the outdoor unit.

NOTE
cross-hole

Make sure the support can withstand at least fou r
times of the unit weight.
The outdoor unit should be installed at least 
3cm above the floor in order to install drain joint.
(for the model with heating tube, the installation 
height should be no less than 20cm.)
For the unit with cooling capacity of 2300W ~
5000W, 6 expansion screws are needed ; for 
the unit with cooling capacity of 6000W~8000W, 
8 expansion screws are needed; for the unit 
with cooling capacity of 10000W~16000W, 10 
expansion screws are needed.  

When there're multiple cables 
passing through it,  the cross-hole 
of handle should be knocked off  
and eliminate the sharp burrs for 
avoid damaging the cables.
Only applicable for some models.

2. Remove the screw cap of valve and aim the
pipe joint at the bellmouth of pipe.

3. Pretighten the union nut with hand.
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1.

15

15

15

Max. length of 
connection pipe(m)

20

25

25

30

30

30

30

5000Btu/h (1465W)

7000Btu/h (2051W)

9000Btu/h (2637W)

12000Btu/h (3516W)

18000Btu/h (5274W)

24000Btu/h (7032W)

28000Btu/h (8204W)

36000Btu/h (10548W)

42000Btu/h (12306W)

48000Btu/h (14064W)

Cooling capacity 

Max. length of connection pipe

Pipe expanding method

pipe cutter

pipe

Configuration of connection pipe

●
A: Cut the pipe

2.

3.

 

Additional refrigerant charging amount for R32

●
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Standard length of connection pipe: 5m, 7.5m, 
8m.
Min. length of connection pipe.
For the unit with standard connection pipe of 5m, 
there is no limitation for the min length of con- 
nection pipe. For the unit with standard connec- 
tion pipe of 7.5m and 8m, the min length of con- 
nection pipe is 3m.
Max. length of connection pipe is shown as below.

4.

(1)

(2)

The calculation method of additional refrigerant oil 
and refrigerant charging amount after prolong-
ing connection pipe.
After the length of connection pipe is prolonged 
for 10m at the basis of standard length, you should 
add 5ml of refrigerant oil for each additional 5m 
of connection pipe.
The calculation method of additional refrigerant 
charging amount (on the basis of liquid pipe):

Confirm the pipe length according to the distance 
of indoor unit and outdoor unit.
Cut the required pipe with pipe cutter.

NOTICE
The additional refrigerant charging amount in Sheet is 
recommended value, not compulsory.

NOTICE
Improper pipe expanding is the main cause of refriger-
ant leakage. Please expand the pipe according to the 
following steps:

Additional refrigerant charging amount=
prolonged length of liquid pipe × additional 
refrigerant charging amount per meter
Basing on the length of standard pipe, add 
refrigerant according to the requirement as 
shown in the table. The additional refrigerant 
charging amount per meter is different accord- 
ing to the diameter of liquid pipe.
See Sheet .
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fire extinguishing equipment shall be available to 
hand. Have a dry powder or CO2 fire extinguisher 
adjacent to the charging area.

The following checks shall be applied to instal- 
lations using flammable refrigerants:
– the charge size is in accordance with the room size
within which the refrigerant containing parts are in- 
stalled;
– the ventilation machinery and outlets are operat-
ing adequately and are not obstructed;
– if an indirect refrigerating circuit is being used, the 
secondary circuit shall be checked for the presence 
of refrigerant;
– marking to the equipment continues to be visible
and legible. Markings and signs that are illegible shall 
be corrected;
– refrigeration pipe or components are installed in a 
position where they are unlikely to be exposed to any 
substance which may corrode refrigerant contain-
ing components, unless the components are const-
ructed of materials which are inherently resistant to 
being corroded or are suitably protected against be- 
ing so corroded.

Repair and maintenance to electrical compo-
nents shall include initial safety checks and com- 
ponent inspection procedures. If a fault exists 
that could compromise safety, then no electrical 
supply shall be connected to the circuit until it 
is satisfactorily dealt with. If the fault cannot 
be corrected immediately but it is necessary 
to continue operation, an adequate temporary 
solution shall be used. This shall be reported 
to the owner of the equipment so all parties are 
advised.

● 

Initial safety checks shall include:
– that capacitors are discharged: this shall be done
in a safe manner to avoid possibility of sparking;
– that no live electrical components and wiring are
exposed while charging, recovering or purging the 
system;
– that there is continuity of earth bonding.

● 

Checking for presence of refrigerant
The area shall be checked with an appropriate refri- 
gerant detector prior to and during work, to ensure 
the technician is aware of potentially toxic or flamm- 
able atmospheres. Ensure that the leak detection 
equipment being used is suitable for use with all app- 
licable refrigerants, i.e. non-sparking, adequately seal- 
ed or intrinsically safe.

● 

Presence of fire extinguisher
If any hot work is to be conducted on the refrigera-
tion equipment or any associated parts, appropriate

● 

● 

Ventilated area
Ensure that the area is in the open or that it is ad- 
equately ventilated before breaking into the system 
or conducting any hot work. A degree of ventilation 
shall continue during the period that the work is carri- 
ed out. The ventilation should safely disperse any re- 
leased refrigerant and preferably expel it externally 
into the atmosphere.

● 

Checks to the refrigeration equipment
Where electrical components are being changed, 
they shall be fit for the purpose and to the correct 
specification. At all times the manufacturer's main- 
tenance and service guidelines shall be followed. If 
in doubt, consult the manufacturer's technical depart- 
ment for assistance.

● 

Checks to electrical devices
– that capacitors are discharged: this shall be done
in a safe manner to avoid possibility of sparking; 
– that no live electrical components and wiring are
exposed while charging, recovering or  purging the 
system.

● 

Repairs to sealed components
During repairs to sealed components, all electrical 
supplies shall be disconnected from the equipment 
being worked upon prior to any removal of sealed 
covers, etc. If it is absolutely necessary to have an 
electrical supply to equipment during servicing, then 
a permanently operating form of leak detection shall 
be located at the most critical point to warn of a 
potentially hazardous situation.
Particular attention shall be paid to the following to 
ensure that by working on electrical components, the 
casing is not altered in such a way that the level of 
protection is affected. This shall include damage to 
cables, excessive number of connections, terminals 
not made to original specification, damage to seals, 
incorrect fitting of glands, etc.
– Ensure that the apparatus is mounted securely.
– Ensure that seals or sealing materials have not de- 
graded to the point that they no longer serve the pur- 
pose of preventing the ingress of flammable atmos- 
pheres. Replacement parts shall be in accordance 
with the manufacturer’s specifications.
NOTE:The use of silicon sealant can inhibit the 
effectiveness of some types of leak detection equi- 
pment. Intrinsically safe components do not have to 
be isolated prior to working on them.

● 
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dition, a set of calibrated weighing scales shall be 
available and in good working order. Hoses shall be 
complete with leak-free disconnect couplings and 
in good condition. Before using the recovery mac- 
hine, check that it is in satisfactory working order, 
has been properly maintained and that any associ-
ated electrical components are sealed to prevent 
ignition in the event of a refrigerant release. Con- 
sult manufacturer if in doubt.
The recovered refrigerant shall be returned to the 
refrigerant supplier in the correct recovery cylinder, 
and the relevant waste transfer note arranged. Do 
not mix refrigerants in recovery units and especially 
not in cylinders.
If compressors or compressor oils are to be remov- 
ed, ensure that they have been evacuated to an ac- 
ceptable level to make certain that flammable refri- 
gerant does not remain within the lubricant. The ev- 
acuation process shall be carried out prior to re- 
turning the compressor to the suppliers. Only ele- 
ctric heating to the compressor body shall be em- 
ployed to accelerate this process. When oil is drain- 
ed from a system, it shall be carried out safely.
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GREE ELECTRIC APPLIANCES, INC. OF ZHUHAI

600005062917

 
Tel: (+86-756) 8522218         
Fax: (+86-756) 8669426
E-mail: global@cn.gree.com
Web: www.gree.com

Add: West Jinji Rd, Qianshan, Zhuhai, Guangdong, China, 519070
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